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DLLTLET NOTES:

(OPTIONAL

! 8 1/47 T AT 1. DIMENSIONS SHOWN ARE NOMINAL AND ARE SUBJECT TO
e =g —REMOVABLE ¢ FABRICATION TOLERANCES.
LOUVERS PVC BONDED JOINT

2. MOUNTING BASE TO BE INSTALLED ON A RIGID STRUCTURE,
/@ BOTTOM OF TOWER PROPERLY SUPPORTED. SEE DWG. # DT-D-86-912,

SLIP FLANGE-PVC

3. EXTERNAL PIPING MUST BE INDEPENDENTLY SUPPORTED.

SECTION D-D
BuTLET 4. PIPING AND BULKHEAD FITTING MATERIAL IS PVC,
I ,m INLET S, HARDWARE MATERIAL IS TYPE 304 STAINLESS STEEL.
6. FAN ASSEMBLY SHIPPED INSTALLED ON TOWER.

3* NPTF
OVERFLOW

7. FOR BOTTOM DUTLET MAXIMUM OPENING IN SUPPORT
TO BE 22" x 22"
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20”7 DIA. MANWAY

(REF.D
3 NPTF:

8. MAXIMUM INLET WATER TEMPERATURE 140°F.
(CONSULT FACTORY FOR HIGHER TEMP. APPLICATIONSD
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@ 31 3/4" x z 12 3/40 RO \ 9. SEE DWG. NO DT-D-86-914 FOR MULTICELL LAYDOUT.
22 7/8" MANWAYS %g
4 ) (3 10, ALL DIMENSIONS ARE IN INCHES.
= 4 12 y
2 S6 1747 BOTTON OF TOVER 1. ALL WEIGHTS ARE IN POUNDS., DRY WT. INCLUDES;
FAN ASSEMBLY AND TOWER COMPLETE AND MOUNTING
SECTION E-E PLATFORM, OPERATING WT, INCLUDES A FULL SUMP.
FAR SIDE 20" DIA. MANWAY OVERFLOV & DRAIN
WITH 24 COVER NTS

o

Il

; __ . | 6 FLANGED INLET
131" ®\
16 ] 1 MOUNTING BASE PREM. COATED STL]
107" ‘ 15 | 3 VIBRATION SWITCH | STEEL OPTIONAL
OVERFLOW 3 4 | 1 FLOAT VALVE BRONZE
80" 83" 13 | 1 LADDER ASSEMBLY | ALUMINUM OPTIONAL
Y MAKE-UP \L. o 12 | 16 LOUVER WINDOW PVC
. x 11 |1 SET FILL PVC
1 . 10 | 1 STRAINER PLASTIC OPTIONAL
| \ -8 163 - bl 3 1 FILL SUPPORT FRP
J# i il i ki \ | 102 1 ot 8 |1 SET MIST ELIMINATOR | PVC
f @ LSUMP ACCESS Le [ 7 | 1 WATER DISTRIBUTION PVC
ADDITIONAL SUPPORT REMOVABLE DS [ W 6 3 FAN _GUARD COATED STEEL | SPLIT
POSTS (TYP, OF 3 @ LOUVERS ! 5 3 PROPELLER FRP/POLYPROP
EACH SIDE FAR SIDE 10 FLANGED OUTLET 4 3 ELECTRICAL CONN. | ALUMINUM
209" 5 ﬂ jb 3 3 MOTOR ALUM/STEEL _ |TEAD, 1200 RPM
LIFTING HOLE 2 3 FAN RING COATED STEEL
(4> CORNERS, TYP. 1 1 TOWER SHELL POLYETHYLENE
ITEM | QTY_| PART NO. DESCRIPTION MATERIAL REMARKS
BILL OF MATERIALS
DELTA COOLING TOWERS, INC.
41 PINE STREET, ROCKAWAY, NJ 07866
1 PH 973.586.2201 FAX 973.586.2243
TOWER | ATR305812 | ATR375812 | ATR310812 = |TITE - ATR305812 THRU ATR310812
HP (3 X 5 3 X 75 (3 X 10 PREMIER COOLING TOWER
DRY WT. 6,050 6,160 6,350 [DWN BY  Bonmie ¥. Oddo
INFORMATION CONTAINED HEREIN IS SUBJECT | BPER. WT. 12,130 12,240 12,430 [APPVD BY W.d. Paffersen
TO CHANGE WITHOUT NOTICE IN THE FAN WT. 385 435 485 PREMIER~ |SCALE NTS DWG NoO.
INTEREST OF PRODUCT IMPROVEMENT. SUMP CAP | 720 GAL. | 720 GAL. | 720 GAL. DATE 8/23/06 DT-D-86-929




